
6
"

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

E
Q

E
Q

NON STRUCTURAL METAL STUD
FRAMING

092216.13

SLOTTED TRACK SAME GA. AS
STUDS

092216.B20

1 1/2"x 18 GA. STRAP EACH FACE OF
STUD @ 24" O.C. WITH (1) #8 X 7/16"
TYPE S 12 PAN HEAD S.M.S. EACH
STUD

092216.B19

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

JOINT SEALANTS

079200.A01

RUNNER CHANNEL TRACK SAME GA.
AS STUDS

092216.B17

HEAD

CEILING

PLAN

BASE

1 1/2"x 18 GA. STRAP EACH FACE OF
STUD @ 24" O.C. WITH (1) #8 X 7/16"
TYPE S 12 PAN HEAD S.M.S. EACH
STUD

092216.B19

1 1/2"x 18 GA. STRAP EACH FACE OF
STUD @ 24" O.C. WITH (1) #8 X 7/16"
TYPE S 12 PAN HEAD S.M.S. EACH
STUD

092216.B19

ACOUSTICAL BATT INSULATION

072113.A06

ACOUSTICAL BATT INSULATION

072113.A06

1
/2

"

2" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D03

Finish
Ceiling

Finish Floor

Line of
Structure
Above

Line of
Masonry Wall,
Where
Occurs

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

GAP
1/2"

FU�0

C400�I
PARTITION TYPE
WALL TAG AS
SHOWN ON PLANS

18 GA. STL. STUDS @ 16" O.C.
SEE SCHEDULE FOR STUD SIZE

SLOTTED TRACK SAME GA. AS STUDS

RUNNER CHANNEL TRACK SAME GA. AS STUDS

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15
NON STRUCTURAL METAL STUDS

092216.B02

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

1
/2

"

HEAD

CEILING

PLAN

BASE

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

RUNNER CHANNEL TRACK SAME GA.
AS STUDS

092216.B17

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

SLOTTED TRACK SAME GA. AS
STUDS

092216.B20

FIRESTOPPING

078400.A00

NON STRUCTURAL METAL STUD
FRAMING

092216.13

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

ACOUSTICAL BATT INSULATION

072113.A06

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

ACOUSTICAL BATT INSULATION

072113.A06

NON STRUCTURAL METAL STUDS

092216.B02

Finish Floor

Finish CeilingFinish Ceiling

Line of
Structure
Above

SB�60

C400�I
PARTITION TYPE
WALL TAG AS
SHOWN ON
PLANS

18 GA. STL. STUDS @ 16" O.C.
SEE SCHEDULE FOR STUD SIZE

SLOTTED TRACK SAME GA. AS STUDS

RUNNER TRACK SAME GA. AS STUDS

SEALANT

079200.A02

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

HEAD

CEILING

PLAN

BASE

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

FIRESTOPPING

078400.A00

RUNNER CHANNEL TRACK SAME GA.
AS STUDS

092216.B17

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

SLOTTED TRACK SAME GA. AS
STUDS

092216.B20

FIRESTOPPING

078400.A00

NON STRUCTURAL METAL STUDS

092216.B02

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

ACOUSTICAL BATT INSULATION

072113.A06

ACOUSTICAL BATT INSULATION

072113.A06

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

ACOUSTICAL BATT INSULATION

072113.A06NON STRUCTURAL METAL STUDS

092216.B02

Finish CeilingFinish Ceiling

Finish Floor

Line of Structure
Above

092900.B15

FB�120

C400�IZ
PARTITION TYPE
WALL TAG AS
SHOWN ON PLANS

093013
PORCELAIN TILING

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

18 GA. STL. STUDS @ 16" O.C.
SEE SCHEDULE FOR STUD SIZE

SLOTTED TRACK SAME GA. AS STUDS

RUNNER CHANNEL TRACK SAME GA. AS STUDS

HEAD

CEILING

PLAN

BASE

Finish Ceiling

Finish Floor

Line of Structure
Above

FIRESTOPPING

078400.A00
J RUNNER (20 GA)

092216.C12

J RUNNER (20 GA)

092216.C12

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

1/2" GLASS MAT GYPSUM BOARD,
TYPE C

092900.B14

1/2" GLASS MAT GYPSUM BOARD,
TYPE C

092900.B14

GYPSUM SHAFTLINER BOARD,
MOISTURE  AND MOLD RESISTANT
TYPE X

092116.23.B04

ACOUSTIC INSULATION

098100.A00

CH STUD (20 GA)

092216.C13

1 5/8" BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D02

1/2" GLASS MAT GYPSUM BOARD,
TYPE C

092900.B14

GYPSUM SHAFTLINER BOARD,
MOISTURE  AND MOLD RESISTANT
TYPE X

092116.23.B04

1/2" GLASS MAT GYPSUM BOARD,
TYPE C

092900.B14

J RUNNER (20 GA)

092216.C12

1 5/8" BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D02

FIRESTOPPING

078400.A00

FB�120

CH400�I
PARTITION TYPE
WALL TAG AS
SHOWN ON
PLANS

18 GA. STL. STUDS @ 16" O.C.
SEE SCHEDULE FOR STUD SIZE

J RUNNER SAME GA. AS STUDS

RUNNER CHANNEL TRACK SAME GA. AS STUDS

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

1
/2

"

HEAD

CEILING

PLAN

BASE

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

FIRESTOPPING

078400.A00

RUNNER CHANNEL TRACK SAME GA.
AS STUDS

092216.B17

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

SLOTTED TRACK SAME GA. AS
STUDS

092216.B20

NON STRUCTURAL METAL STUD
FRAMING

092216.13

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

ACOUSTICAL BATT INSULATION

072113.A06

ACOUSTICAL BATT INSULATION

072113.A06

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

ACOUSTICAL BATT INSULATION

072113.A06

NON STRUCTURAL METAL STUDS

092216.B02

Finish CeilingFinish Ceiling

Finish Floor

FP�60

C400�I
PARTITION TYPE
WALL TAG AS
SHOWN ON PLANS

Line of
Structure
Above

18 GA. STL. STUDS @ 16" O.C.
SEE SCHEDULE FOR STUD SIZE

SLOTTED TRACK SAME GA. AS STUDS

RUNNER CHANNEL TRACK SAME GA. AS STUDS

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

1
/2

"

HEAD

CEILING

PLAN

BASE

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

FIRESTOPPING

078400.A00

RUNNER CHANNEL TRACK SAME GA.
AS STUDS

092216.B17

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

SLOTTED TRACK SAME GA. AS
STUDS

092216.B20

NON STRUCTURAL METAL STUD
FRAMING

092216.13

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

ACOUSTICAL BATT INSULATION

072113.A06

ACOUSTICAL BATT INSULATION

072113.A06

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

ACOUSTICAL BATT INSULATION

072113.A06

NON STRUCTURAL METAL STUDS

092216.B02

Finish Ceiling

Finish Ceiling

Finish Floor

FP�60

C400�IZ
PARTITION TYPE
WALL TAG AS
SHOWN ON PLANS

Line of
Structure
Above

093013
PORCELAIN TILING

18 GA. STL. STUDS @ 16" O.C.
SEE SCHEDULE FOR STUD SIZE

SLOTTED TRACK SAME GA. AS STUDS

RUNNER CHANNEL TRACK SAME GA. AS STUDS

FIRESTOPPING

078400.A00

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

6
"

E
Q

E
Q

NON STRUCTURAL METAL STUDS

092216.B02

SLOTTED TRACK SAME GA. AS
STUDS

092216.B20

1 1/2"x 18 GA. STRAP EACH FACE OF
STUD @ 24" O.C. WITH (1) #8 X 7/16"
TYPE S 12 PAN HEAD S.M.S. EACH
STUD

092216.B19

JOINT SEALANTS

079200.A01

RUNNER CHANNEL TRACK SAME GA.
AS STUDS

092216.B17

HEAD

CEILING

PLAN

BASE

1 1/2"x 18 GA. STRAP EACH FACE OF
STUD @ 24" O.C. WITH (1) #8 X 7/16"
TYPE S 12 PAN HEAD S.M.S. EACH
STUD

092216.B19

1 1/2"x 18 GA. STRAP EACH FACE OF
STUD @ 24" O.C. WITH (1) #8 X 7/16"
TYPE S 12 PAN HEAD S.M.S. EACH
STUD

092216.B19

ACOUSTICAL BATT INSULATION

072113.A06

NON STRUCTURAL METAL STUDS

092216.B02

ACOUSTICAL BATT INSULATION

072113.A06

1
/2

"

Finish
Ceiling

Finish Floor

Line of
Structure
Above

Line of
Masonry Wall,
Where Occurs

1/2" CELLULOSE FIBER REINFORCED
GYPSUM SHEATHING BOARD

092900.B45

1/2" CELLULOSE FIBER REINFORCED
GYPSUM SHEATHING BOARD

092900.B45

SOLID SURFACE SHOWER SYSTEM

102116.A01

SOLID SURFACE SHOWER SYSTEM

102116.A01

GAP
1/2"

FU�0

C400�IE
PARTITION TYPE
WALL TAG AS
SHOWN ON
PLANS

18 GA. STL. STUDS @ 16" O.C.
SEE SCHEDULE FOR STUD SIZE

SLOTTED TRACK SAME GA. AS STUDS

RUNNER CHANNEL TRACK SAME GA. AS STUDS

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

6
"

E
Q

E
Q

NON STRUCTURAL METAL STUDS

092216.B02

SLOTTED TRACK SAME GA. AS
STUDS

092216.B20

1 1/2"x 18 GA. STRAP EACH FACE OF
STUD @ 24" O.C. WITH (1) #8 X 7/16"
TYPE S 12 PAN HEAD S.M.S. EACH
STUD

092216.B19

JOINT SEALANTS

079200.A01

RUNNER CHANNEL TRACK SAME GA.
AS STUDS

092216.B17

HEAD

CEILING

PLAN

BASE

1 1/2"x 18 GA. STRAP EACH FACE OF
STUD @ 24" O.C. WITH (1) #8 X 7/16"
TYPE S 12 PAN HEAD S.M.S. EACH
STUD

092216.B19

1 1/2"x 18 GA. STRAP EACH FACE OF
STUD @ 24" O.C. WITH (1) #8 X 7/16"
TYPE S 12 PAN HEAD S.M.S. EACH
STUD

092216.B19

ACOUSTICAL BATT INSULATION

072113.A06

NON STRUCTURAL METAL STUDS

092216.B02

ACOUSTICAL BATT INSULATION

072113.A06

1
/2

"

Finish
Ceiling

Finish Floor

Line of
Structure
Above

Line of
Masonry Wall,
Where Occurs

1/2" CELLULOSE FIBER REINFORCED
GYPSUM SHEATHING BOARD

092900.B45

1/2" CELLULOSE FIBER REINFORCED
GYPSUM SHEATHING BOARD

092900.B45

GAP
1/2"

FU�0

C400�IZ
PARTITION TYPE
WALL TAG AS
SHOWN ON
PLANS

093013
PORCELAIN TILING

093013
PORCELAIN TILING

18 GA. STL. STUDS @ 16" O.C.
SEE SCHEDULE FOR STUD SIZE

SLOTTED TRACK SAME GA. AS STUDS

RUNNER CHANNEL TRACK SAME GA. AS STUDS

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15
NON STRUCTURAL METAL STUDS

092216.B02

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

1
/2

"

HEAD

CEILING

PLAN

BASE

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

RUNNER CHANNEL TRACK SAME GA.
AS STUDS

092216.B17

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

SLOTTED TRACK SAME GA. AS
STUDS

092216.B20

FIRESTOPPING

078400.A00

NON STRUCTURAL METAL STUD
FRAMING

092216.13

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

ACOUSTICAL BATT INSULATION

072113.A06

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

5/8" GLASS MAT GYPSUM BOARD,
TYPE X

092900.B15

ACOUSTICAL BATT INSULATION

072113.A06

NON STRUCTURAL METAL STUDS

092216.B02

Finish Floor

Finish CeilingFinish Ceiling

Line of
Structure
Above

SB�60

C400�IEW
PARTITION TYPE
WALL TAG AS
SHOWN ON
PLANS

SEALANT

079200.A02

SOLID SURFACE SHOWER SYSTEM

102116.A01

18 GA. STL. STUDS @ 16" O.C.
SEE SCHEDULE FOR STUD SIZE

SLOTTED TRACK SAME GA. AS STUDS

RUNNER CHANNEL TRACK SAME GA. AS STUDS

1" S BUGLE HEAD SCREW @ 8" O.C.
AT PERIMETER EDGE OF BOARDS &
12" O.C. IN FIELD OF BOARDS

092216.D01

Fire Protection Engineering
Aon Fire Protection Engineering Corporation
11770 Bernardo Plaza Court |  Suite 116 |  San Diego, CA 92128
t +1.858.673.5845 |  f + 1.858.673.5849  |  www.aonfpe.com
Fire Protection  |  Code  |  Risk  |  Life Safety  |  Security
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Reviewing Agency 6 Fire Protection

 1 1/2" = 1'�0"

VA RENO HEALTHCARE SYSTEM COMMUNITY
LIVING CENTER EXPANSION

04/15/2013

INTERIOR WALL ASSEMBLIES

#1017200

AE761

975 KIRMAN AVE., RENO, NV

VHRP

Wall Schedule

N
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m

e

C
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FB 60 C400 I Fire Barrier 706 EA 60 C 400 5 1/4" FULL HT. U465

FB 60 C400 Z Fire Partition 706 FB 60 C 400 5 5/8" FULL HT. U465

FB 60 CH400 Fire Barrier FB 60 CH 400 4 5/8" FULL HT. U415

FB 120 C400 Fire Barrier 706 FB 120 C 400 6 1/2" FULL HT. U411

FB 120 C400 Z Fire Barrier 706 FB 120 C 400 6 7/8" FULL HT. U411

FB 120 CH400 Fire Barrier 706 FB 120 CH 400 5" FULL HT. U438

FB 120 CH600 Fire Barrier 706 FB 120 CH 600 7" FULL HT. U438

FP 60 C250 Fire Partition 708 FP 60 C 250 3 3/4" U415

FP 60 C400 I Fire Partition 708 FP 60 C 400 5 1/4" U465

FP 60 C400 IZ Fire Partition 708 FP 60 C 400 5 5/8" FULL HT. U465

FP 60 C600 I Fire Partition 708 FP 60 C 600 7 1/4" FULL HT. U465

FP 60 C600 Z Fire Partition 708 FP 60 C 600 7 5/8" FULL HT. U465

FU 0 C250 I Furred Wall FU 0 C 250 3 1/8"

FU 0 C400 I Furred Wall FU 0 C 400 4 5/8"

FU 0 C400 IEW Furred Wall FU 0 C 400 5" 6" abv. clng

FU 0 C400 IZ Furred Wall FU 0 C 400 5" 6" abv. clng

FU 0 FC078 G Furred Wall FU 0 FC 078 1 7/8" 6" abv. clng

IP 0 C400 I Interior Partition IP 0 C 400 5 1/4" FULL HT.

IP 0 C400 IEW Interior Partition IP 0 C 400 5 5/8" FULL HT.

IP 0 C400 IFW Interior Partition IP 0 C 400 6" FULL HT.

IP 0 C400 IZ Interior Partition IP 0 C 400 5 5/8" FULL HT.

IP 0 C400 Z2 Interior Partition IP 0 C 400 6" FULL HT.

IP 0 C400 Z3 Interior Partition IP 0 C 400 5 7/8" FULL HT.

IP 0 C600 Interior Partition IP 0 C 600 7 1/4" FULL HT.

SB 60 C400 Smoke Barrier 709 SB 60 C 400 5 1/4" FULL HT. U465

SB 60 C400 I Smoke Barrier 709 SB 60 C 400 5 1/4" FULL HT. U465

SB 60 C400 IFW Smoke Barrier 709 SB 60 C 400 6" FULL HT. U465

SB 60 C600 IEW Smoke Barrier 709 FP 60 C 600 7 5/8" FULL HT. U465

SR 00 C400 I Smoke Resistant FP 0 C 400 5 1/4"

SR 00 C400 IEW Smoke Resistant FP 0 C 400 5 5/8" FULL HT.

SR 00 C400 Z Smoke Resistant FP 0 C 400 5 5/8" FULL HT.

SR 00 C600 Smoke Resistant FP 0 C 600 7 1/4" FULL HT.

SR 00 C600 IEW Smoke Resistant FP 0 C 600 7 5/8" FULL HT.

SR 00 C600 IZ Smoke Resistant FP 0 C 600 7 5/8" FULL HT.

 1 1/2" = 1'�0" 5FU�0�C400�I 1 1/2" = 1'�0" 9SB�60�C400�I  1 1/2" = 1'�0" 1FB�120�C400�IZ

 1 1/2" = 1'�0" 2FB�120�CH400�I

 1 1/2" = 1'�0" 3FP�60�C400�I

 1 1/2" = 1'�0" 4FP�60�C400�IZ 1 1/2" = 1'�0" 6FU�0�C400�IE

 1 1/2" = 1'�0" 7FU�0�C400�IZ

 1 1/2" = 1'�0" 8SB�60�C400�IEW

NOTE:  SEE SHEET AE020 FOR PARTITION TYPE LEGEND
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